Pequannock Water Treatment Plant
from Post-Chlorine

Revised as of 12/1/2015

Chlorine Travel time to Sample House

Plant flow Chlorine Travel time
(MGD) (minutes)
20 58.5
21 55.71
22 53.18
23 50.86
24 48.75
25 46.8

26 45
27 43.33
28 41.79
29 40.34
30 39
31 37.74
32 36.56
33 3545
34 34.41
35 33.43
36 225
37 31.62
38 30.79
39 30
40 29.25
41 28.53
42 27.86
43 27.21
44 26.59
45 26
50 23.4




